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Abstract. In order to study the pressure pulsation characteristics of a centrifugal pump with a 
guide vane, a pump with specific speed ݊௦ = 190 was chosen as the research object. The numerical 
simulation was carried out using the standard ݇ -ߝ  turbulence model. The pressure pulsation 
characteristic was researched at a set monitoring point. The reliability of the numerical simulation 
was verified with experiment results. The pressure pulsation characteristic curves of each 
calculation domain were obtained by dimensionless data processing. The results elucidate that the 
rotor/stator interaction at the outlet of the impeller is the main source for the pressure pulsation. 
With increasing distance, the pressure pulsation gradually decreases; the pressure pulsation 
amplitude of the pressure surface is larger than the suction surface; the pressure pulsation in the 
flow channel of the guide vane remains the same; the pressure fluctuation near the outlet of the 
annular volute chamber is larger, and the pressure pulsation near the upstream of the flow channel 
is quite complicated. The pressure pulsation at the annular volute and axial symmetry is the same. 
Keywords: centrifugal pump, guide vane, pressure pulsation, numerical simulation, external 
performance. 
Nomenclature 
ܳ Flow rate, (m3/h) 
ܪ Head, (m) 
݊ Rotational speed, (r/min) 
݊௦ Specific speeds, ݊௦ = 3.65݊ܳଵ ଶ⁄ ܪଷ ସ⁄⁄  
ܼ௜ Blade number of impeller 
௚ܼ Blade number of guide vane 
ܲ Pressure, (Pa) 
തܲ Time-averaged pressure, (Pa) 
ߩ Density, (kg/m3) 
ݑ Circumference velocity, (m/s) 
ܥ௣ Time-dependent non-dimensional pressure coefficient 
1. Introduction 
The rotor/stator interaction in centrifugal pumps and the inhomogeneous flow of impeller are 
the main sources of pressure pulsation. Due to the minimum clearance between the stator position 
and the rotor exit, the rotor/stator interaction is most intense in the region [1]. Pulsating pressure 
would induce vibration and noise as it acts on impeller, guide vane and volute casing, and even 
cause resonance of pump unit. It is necessary to research the pressure fluctuations in centrifugal 
pumps to improve its stability. Currently, there are two methods to study the pressure pulsation in 
centrifugal pumps. One is experimental research, that is, the data are collected by selecting the 
monitor points, and then the analysis is carried out. The other method is the numerical simulation 
study with CFD. Scholars have performed a wide range of research to study pressure  
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pulsation [2-5]. 
In 1986, Adkins [6] proposed a theoretical model of predicting radial force by studying the 
theories and experimentations of the interaction between the volute and the impeller. It was 
determined that the force acting on the shroud has a large impact on the unstable flow. The 
parameters of the impeller, the guide vane and the clearance between the impeller and volute have 
an important impact on the pressure pulsation and radial force. Parrondo [7] studied the 
relationship between the volute-impeller interaction and pressure pulsation. The results show that 
pressure pulsation has a great influence on pump noise. Barrio, Solis, Gonzalez [8-10] also studied 
the clearance between the volute tongue and the impeller. The results show that the clearance 
between the volute tongue and the impeller has a great influence on the pressure pulsation. Zhu 
[11] performed a pulsation study by changing the shape of the volute and found the optimal shape 
of the volute tongue. Majidi [12] investigated the internal flow field of the centrifugal pump by a 
numerical simulation method and found that the pressure pulsation at the impeller outlet and in 
the volute interior are larger. Yang and other scholars [13-16] studied the effect of the volute 
structure on the pressure pulsation and the radial force of centrifugal pumps. The results show that 
the pressure pulsation in the design condition is smaller than that in the off-design conditions and 
the radial force of the impeller varies with time.  
Currently, most of unsteady study of centrifugal pump focus on the spiral volute. In this paper, 
an unsteady numerical calculation of a guide vane centrifugal pump (specific speed ݊௦ = 190) 
was carried out, and the variation of the pressure pulsation in the pump was analyzed. 
2. Research object and experimental tests 
2.1. Research object 
The design parameters of the model pump are: design flow ܳௗ = 270 m3/h, design head  
ܪௗ = 15 m, design efficiency ߟ = 75 %, speed ݊ = 1450 r/min, specific speed ݊௦ = 190, Blade 
number of impeller ܼ௜ = 5, Blade number of guide vane ௚ܼ = 6. The main flow parts include the 
suction chamber, the impeller, the guide vane and the annular volute and so on. The structure of 
model pump is shown in Fig. 1. 
 
Fig. 1. Model pump structure 
2.2. Experimental tests 
Performance experiments of the model pump were performed in a test platform schematized 
in Fig. 2(a). The model pump was driven by a variable speed electric AC motor controlled by a 
frequency converter. The shaft torque and rotational speed were monitored by a torque and speed 
sensor with errors under ±0.10 %. Static pressure values were measured at the inlet and outlet of 
the pump with pressure gauge, and the uncertainty was within ±0.10 %. The flow rate was 
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measured by a magnetic flow meter with the uncertainty less than ±0.14 %. The measurement 
accuracy of pump efficiency was quantified as ±0.30 %. Scheme and physical map of the test rig 
are shown in Fig. 2. 
 
a) Scheme of the test rig 
 
b) Physical map of the test rig 
Fig. 2. Scheme and physical map of the test rig 
3. Numerical simulation 
3.1. Calculation domain, mesh generation and mesh sensitivity analysis 
Calculation domain of the model pump was built by Pro/E, as observed in Fig. 3. In order to 
make the inlet and outlet flow more stable and closer to the actual flow, the import extension and 
export extension were added. ICEM was chosen for the hexahedral mesh generation, as shown in 
Fig. 4. In order to select the appropriate number of meshes, a mesh sensitivity analysis was carried 
out. Five sets of meshes were used to perform the pump head and efficiency numerical simulation 
to analyze the influence of the mesh numbers under the same CFX-process condition. Table 1 
summarizes the total number of grids, and the calculation values of head and efficiency. 
 
Fig. 3. Calculation domain of model pump  
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Fig. 4. Mesh divisions of calculation domain 
Table 1. Mesh sensitivity analysis 
Number Total mesh numbers Head (m) Efficiency (%) 
1 15241854 16.05 72.98 
2 48210231 16.08 73.06 
3 50143163 16.10 73.18 
4 52473702 16.11 73.22 
5 61016470 16.11 73.23 
The same topological structure of computational domain was employed for the research model. 
Five schemes of grids were gained at the same premise of mesh quantity. The numbers of grids 
for five cases were 15241854, 48210231, 50143163, 52473702, 61016470, respectively.  
The value of head was for the qualitative dimensions of mesh independent check, and the 
computational head value of five cases were 16.05 m, 16.08 m, 16.10 m, 16.11 m, 16.11 m, 
respectively. The head value was gradual increase with the number of girds increasing. Apparent, 
the head value of case 4 and case 5 were almost the same. It indicates that it has little impact on 
numerical results to further increase the number of grids of case 4. Taking the computer resources 
in account and keeping the cost under control, the girds numbers of case 4 were chosen to calculate 
the computational domain. 
3.2. Boundary condition setting 
The numerical simulation was carried out by ANSYS CFX. The computational domain 
contains the inlet extension, the suction chamber, the impeller, the back blade, the clearance, the 
guide vane, the volute and the outlet extension. The calculation was based on the whole flow field. 
Specially, the impeller and the back blade were set as the rotating field and the speed was  
1450 r/min. Three static-dynamic interfaces were set between the impeller and the clearance, the 
back blade and the clearance, and the impeller and the suction chamber. The rest of the interfaces 
were defined as static interfaces. The inlet pressure was set as the total pressure of 1 atm, and the 
outlet was set to the calculated mass flow rate. The walls were set to the no-slip condition. 
3.3. Applicability analysis of turbulence model 
In numerical simulation, the turbulence model is used to make the calculated equations closed. 
The frequently-used turbulence models in engineering include standard ݇-ߝ model, ݇-߱ model 
and other turbulence models derived from the two. Any turbulence model cannot be applied to all 
calculations, so choosing the appropriate turbulence model has an important effect on the accuracy 
of calculation results. In order to analyze the suitability of turbulence model, the standard ݇-ߝ, 
SST ݇-߱ model and RNG ݇-ߝ model is selected. Comparison results of head and efficiency with 
the test values are summarized in Table 2. 
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Table 2. Comparison results of turbulence models 
Model 













Standard ݇-ߝ 16.11 73.22 15.03 71.47 6.7 2.4 
SST 16.56 77.68 15.03 71.47 9.2 8.7 
݇-߱ 16.28 74.46 15.03 71.47 7.7 4.2 
RNG ݇-ߝ 16.43 73..83 15.03 71.47 8.5 3.3 
It can be seen from Table 2, the variation of the head and efficiency of the four turbulence 
models is larger under the design conditions. Compared with the various turbulence models, the 
deviation of head and efficiency with standard ݇-ߝ model were smaller, respectively 6.7 % and 
2.4 %. The maximum deviation value of head and efficiency were by using the SST model, 9.2 % 
and 8.7 %, respectively. Therefore, the standard ݇-ߝ model was superior to other models for the 
model pump calculation and was employed for the subsequent simulation. 
3.4. Numerical simulation reliability verification 
In order to verify the reliability of the numerical simulation, the results of the numerical 
simulation at the nominal speed were compared with the experimental results, as shown in Fig. 5. 
 
Fig. 5. Test curves of the model pump performance 
It can be seen that, with the rise of the flow rate the efficiency increases first and then decreases. 
The peak value of the simulation efficiency is 73.22 % while the experimental efficiency peaked 
at 71.47 %. The former is 1.75 % higher than the later. The head deviation between the simulation 
value and experimental one is 3.8 %. Due to the head and efficiency deviation between the 
numerical simulation and the experiment is small, this numerical simulation is suitable for the 
subsequent study. 
3.5. Setting the monitoring points for the pressure pulsation  
The pressure pulsation monitoring points in the calculation domains were set to analyze the 
pressure pulsation characteristics of the guide vane centrifugal pump under various conditions. 
Three monitoring points were set in the suction chamber and their position is shown in Fig. 6(a). 
Twelve equidistant monitoring points, six on the pressure surface and six on the suction surface, 
were set in the impeller, as shown in Fig. 6(b). Eighteen monitoring points were set in the guide 
vane, as shown in Fig. 6(c). Three monitoring points were arranged on each of the six channels. 
Thirty-six monitoring points were set on the annular volute. There were ten monitoring points in 
the front pump chamber and twenty-two monitoring points around the circumference of the 
annular volute. Eleven monitoring points were set on each side and four monitoring points were 
set on the outlet, their positions are shown in Fig. 6(d). 
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a) Monitoring points in the suction 
chamber 
 
b) Monitoring points on the 
impeller 
 
c) Monitoring points on the guide 
vane 
 
d) Monitor points in the annular volute 
Fig. 6. Distribution of pressure pulsation monitoring points 
4. Results analysis 
The calculation result of static pressure value on each monitoring point was obtained at each 
time step. In order to accurately compare the pressure of each monitoring point, the pressure 
coefficient is introduced:  
ܥ௣ =
2ሺ݌ െ ݌̅ሻ
ߩݑଶ , (1) 
where p is the static pressure of the monitoring point. തܲ is the average static pressure for a rotation 
period of impeller and u is the circumferential velocity of the impeller. 
4.1. Pressure fluctuation analysis in suction chamber 
The pressure fluctuation characteristic of the three monitoring points in the suction chamber 
are shown in Fig. 7. 
Fig. 7(a) is the time domain diagram of the monitoring points in the suction chamber. Point 
P03 has five big peaks and five small peaks, which corresponds to the five impeller blades. It can 
be seen that the fluctuation amplitude of the pressure pulsation at the monitoring point closest to 
the impeller is the largest. The fluctuation curve of the monitoring point P02 has 5 distinct troughs, 
5 big peaks and 5 small peaks, but the pressure pulsation coefficient is smaller than P01. This 
shows that the farther away from the impeller, the smaller the fluctuation frequency as expected. 
In addition, the influence of the baffles on the pressure fluctuation is not obvious, and the influence 
of the impeller is dominant. 
Fig. 7(b) shows the frequency domain characteristics of the pressure fluctuations at three points. 
Fast Fourier transform (FFT) processing is applied to display the unsteady pressure feature in 
frequency domain. The pressure fluctuation coefficient at monitoring point P03 near the impeller 
is highest, and monitoring point P01 is lowest, as can be observed in Fig. 7(b). The amplitude of 
the pressure pulsation coefficient at monitoring point P03 is 3 times more than monitoring point 
P01. It indicates that the closer to the impeller, the greater the pressure pulsation as the amplitude 
is higher. The dominant frequency of monitoring points P01 and P02 is 20 times the shaft 
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frequency (4 times the impeller blade frequency). The dominant frequency of monitoring point 
P03 is 5 times the shaft frequency (1 times the impeller blade frequency). The smaller frequency 
is 20 times the shaft frequency (4 times the impeller frequency), the farther away from the impeller, 
the smaller and the more lag there is in the pressure fluctuations from the impeller. 
 
a) Time domain diagram 
 
b) Frequency domain diagram 
Fig. 7. Time domain and frequency domain diagrams of  
the pressure fluctuation in the suction chamber 
4.2. Pressure fluctuation analysis of the impeller 
Fig. 8 shows the distribution of the pressure pulsation time domain at twelve monitoring points 
on the suction surface and pressure surface of the rotating blade. As can be observed from Fig. 8, 
six wave peaks and wave troughs are formed as the impeller rotates in a circle, which corresponds 
to the 6 guide blades. This shows that the rotor-stator interaction between the impeller and the 
guide vane is the main cause of the pressure pulsation. From the inlet to the outlet of the impeller, 
the pressure pulsation coefficient fluctuation becomes increasingly intense. When the impeller 
rotates into the low pressure area, a wave trough is formed and a wave peak is formed when 
impeller rotates into the high pressure area. The amplitude of the pressure fluctuation coefficient 
near the impeller inlet is small, and the static pressure distribution is relatively stable. Near the 
impeller outlet, due to the acceleration of the impeller rotation and the rotor-stator interaction 
between the impeller and guide vanes, the distribution of static pressure at the outlet is uneven, so 
the pressure fluctuation is larger. 
 
a) Pressure surface 
 
b) Suction surface 
Fig. 8. Time domain diagram of the impeller pressure fluctuation 
Fig. 8 shows that the pressure fluctuation of the monitoring points on the pressure surface is 
obviously stronger than that of the suction surface, and that the static pressure distribution is more 
disordered because it the points continually move into the high pressure and the low pressure zone. 
Six monitoring points on the pressure surface of the blade enter the high pressure zone and the 
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low pressure area alternately, so the wave peak and trough also appears alternately. The time 
sequence that the wave peak appears is P01 > P02 > P03 > P04 > P05 > P06. The sequence of the 
wave peak value of pressure fluctuation is P01 > P02 > P03 > P04 > P05 > P06, which shows that 
the pressure fluctuation signal is generated in the impeller outlet. Monitoring points on the suction 
surface of the bald enter the area of high and low pressure area in the same way, so their 
descending pressure order is also P01 > P02 > P03 > P04 > P05 > P06, the same as the pressure 
surface. The amplitude of pressure fluctuation shows an obvious decreasing trend from the outlet 
to the inlet. The peak values of the fluctuation and the fluctuation degree on the suction surface 
are smaller than that of the pressure surface. 
 
a) Pressure surface 
 
b) Suction surface 
Fig. 9. Frequency domain diagram of the impeller pressure fluctuation 
Fig. 9 is the frequency domain diagram of the pressure fluctuation of both the impeller pressure 
surface and the suction surface. Notice that the pressure fluctuation at each monitoring point on 
the impeller working face and the corresponding monitoring point on the back are similar. The 
amplitude of pressure fluctuation increases successively from the impeller inlet to the outlet. The 
main frequency of the frequency spectrum on the face and back is 145 Hz, and the secondary 
frequency is 290 Hz. 
4.3. Pressure fluctuation analysis of the guide vane 
Fig. 10 shows a static pressure distribution diagram of the monitoring points in the 6 flow 
channels of the guide vane. Comparing the 6 channels of the guide vanes shows that the 
distribution of static pressure in the 6 flow channels is similar. The static pressure at monitoring 
point P01 near the guide vane outlet is the biggest, but the fluctuation frequency is low. The static 
pressure value at monitoring point P03 nearer the interior of the guide vane is smaller, and the 
fluctuation frequency is the highest, it is 3 times of the fluctuation frequency at the monitoring 
point of the vane outlet. The fluctuation curves in each flow channel exhibit periodic variation, 
there are 5 wave peaks and valleys, which shows that the rotor/stator interaction of the impeller 
and the guide vane plays a dominant role, so the frequency of pressure fluctuation at the inlet of 
the guide vanes is large, and also affected by the impeller outlet. Due to the diversion of the annular 
volute chamber, the outlet pressure of the guide vanes is not changed much and the flow tends to 
be stable. 
In order to further investigate the fluctuation of the same monitoring position in the different 
flow channels, the time domain and frequency domain of all the monitoring points P01-P03 in 
different guide vanes are analyzed. This is shown in Fig. 11 and Fig. 12. Fig. 11 shows that the 
monitor points in the 6 channels of the guide vane appear successively as wave peaks and troughs, 
and that the peaks and troughs are changing continuously. The fluctuation frequency is also 
uniform in a rotating period of the impeller, since the monitoring points in each different flow 
channel alternately go into the low pressure zone and the high pressure zone. The monitoring 
points near the inlet of the guide vane stay in the high or low pressure area for a longer time. The 
duration of its wave peaks and troughs is longer. However, the closer to the outlet, the sharper the 
wave peaks and troughs appear. 
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a) Flow channel 1 
 
b) Flow channel 2 
 
c) Flow channel 3 
 
d) Flow channel 4 
 
e) Flow channel 5 
 
f) Flow channel 6 
Fig. 10. Time domain graph of the pressure fluctuation in each channel of the guide vanes 
Fig. 12 shows the frequency distribution diagram at the monitoring points in the different 
channels of the guide vanes. As can be seen from Fig. 12, the amplitude of the pressure pulsation 
coefficient changes little, and the main frequency is 120 Hz, and the secondary frequency is  
240 Hz. This is 1 time and 2 times of the impeller frequency respectively. 
The pressure fluctuation coefficient at the monitoring points at position1 (DY-01) near the 
outlet of guide vane is the lowest, and the pressure fluctuation coefficient near the inlet of guide 
vane is the highest, which is 3.2 times that of the outlet. The amplitude of pressure fluctuation in 
the inlet of the guide vane is larger, which is related to the rotor/stator interaction of the impeller 
and the guide vane. In addition, the amplitude of the monitoring points near the outlet of the guide 
vane in different flow channel are slightly different, while the amplitude of the pressure fluctuation 
coefficient at the other two monitor position is basically the same. This is because the monitoring 
points near the outlet of the guide vane are in contact with the annular volute, and the diversion of 
the annular volute chamber has a certain influence on the pressure fluctuation. This causes the 
pressure pulsation coefficient at the monitoring point in channel 1 (DY-P1) near the outlet of the 
annular volute chamber to be bigger. 
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a) Monitoring points position1 
 
b) Monitoring points position 2 
 
c) Monitoring points position 3 
Fig. 11. The pressure fluctuation time domain graph at each monitoring point in the guide vane 
 
a) Monitoring points DY-01 
 
b) Monitoring points DY-02 
 
c) Monitoring points DY-03 
Fig. 12. Frequency diagram of the pressure fluctuation at each monitor point in the guide vane 
4.4. Pressure fluctuation analysis of the volute 
The pressure fluctuation time domain and frequency domain at the monitoring points WK-P01 
to WK-P10 in the front pump chamber of the annular volute are shown in Fig. 13 and Fig. 14. The 
pressure pulsation coefficient curve at the 10 monitoring points in the front pump chamber is 
similar in shape, but staggered in time, as shown in Fig. 13. There are 5 large wave peaks and 
troughs during the rotation of the impeller, which matches the number of blades. When the 
impeller rotates, the blades sweep over the monitoring points, and they alternate between the high 
pressure zone and the low pressure area. Furthermore, on both sides of the wave peaks and troughs 
at the monitoring points there appears a number of side peaks of varying amplitude. This is caused 
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by the rotor/stator interaction. The pressure fluctuation generated by the rotating impeller after the 
rotor/stator interaction with the guide vane, creates most of the pressure fluctuations propagating 
downstream, but there is still a part of a wave of anti-propagation, which is superimposed on the 
upstream pressure fluctuation, generating side peaks. 
Fig. 13(a) shows the peak value of the pressure fluctuation coefficient at the monitoring point 
P01 near the outlet of the annular volute is greater than that at the monitoring point P06 at the 
bottom of the annular volute. The flow near the outlet of the annular volute diffuser is more 
complicated than that at the bottom of the impeller, so the pressure fluctuation is greater. From 
Fig. 13(d) and Fig. 13(e) can be seen that, the pressure pulsation amplitude at the monitoring 
points P04 and P05, located on the right side is larger than that at the symmetrical point. This is 
because from the inlet direction, guide blades move in a counter clockwise direction, so the flow 
in the downstream channel of the guide vane is uniform. But the upstream flow will create 
backflow, and so on. Therefore, the pressure fluctuation is more complex, and fluctuation is also 
more intense. 
 
a) Monitoring point P01, P06 
 
b) Monitoring point P02, P10 
 
c) Monitoring point P03, P09 
 
d) Monitoring point P04, P08 
 
e) Monitoring point P05, P07 
Fig. 13. Time domain diagram of the pressure fluctuation in the annular volute 
The frequency distribution of the pressure pulsation coefficients at 10 monitoring points on 
the front pump chamber of the annular volute is shown in Fig. 14. It shows that the pressure 
pulsation frequency at each monitoring point is 120 Hz, which is the frequency of the blades 
passing by. The secondary frequency is 725 Hz, which is 30 times the axis frequency. 30 is the 
minimum common number of the number of impeller blades and vanes blades. Therefore, the 
pressure fluctuation at each monitor point of the front pump chamber is mainly affected by the 
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impeller rotation and the rotor/stator interaction. The pressure pulsation coefficient at the 
monitoring point P01 on the outlet diffusion section of the annular volute is the largest, and the 
pressure fluctuation at the monitoring points P02 and P03 in the outlet of the vane channel 
upstream is larger. 
 
Fig. 14. Frequency domain diagram of the pressure fluctuation in the annular volute chamber 
Fig. 15 shows a comparative analysis of the monitoring points in the circumferential part of 
the annular volute. The curve of changing pressure pulsation coefficient at each monitoring point 
behaves like that at the monitoring point of the front pump chamber, which is composed of 5 large 
wave peaks, troughs and some small lateral peaks. It shows that although the location of the sensor 
in the annulus is different, the fluctuation is basically the same. 
 
a) Monitoring point P01, P11 
 
b) Monitoring point P02, P10 
 
c) Monitoring point P03, P09 
 
d) Monitoring point P04, P08 
 
e) Monitoring point P05, P07 
 
f) Monitoring point P06 
Fig. 15. Time domain of the pressure fluctuation around a circumferential section of the annular volute 
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It can be found From Fig. 15 that, both sides of the annular volute chamber have a symmetric 
structure, the pressure fluctuation is consistent, and the pressure fluctuation curves basically 
coincides. The two symmetrical points are offset in time, and alternate peaks and troughs appear 
depending on the time they entered into the low and high pressure zones. In addition, the pressure 
fluctuation coefficients at the upstream monitoring points P03 and P04 are larger than that their 
symmetrical measurement point, which is the same as that of the monitoring points in the 
previously in the pump chamber. 
The frequency domain graph of the pressure pulsation in the circumferential portion of the 
annular volute is shown in Fig. 16. The frequency fluctuation of the pressure pulsation at each 
monitoring point is basically the same. The main frequency is 120 Hz (1 times the blade 
frequency), and the secondary frequency is 725 Hz (30 times the axis frequency). Therefore, the 
pressure fluctuation of the circumferential monitoring point is mainly affected by the rotor/stator 
interaction between the impeller and the guide vane. The closer upstream, the larger the amplitude 
of the pressure pulsation frequency domain is at the monitoring point, and the closer to the outlet 
diffusion section, the greater the amplitude is. The fluid-flow of these two parts is disordered 
relatively, and the fluctuation is influenced by the superposition of many factors, as a result, the 
pulsation is larger. 
 
a) Monitoring points position1 
 
b) Monitoring points position 2 
Fig. 16. Frequency domain diagrams of the pressure fluctuation in the  
circumferential part of the annular volute 
4.5. Pressure fluctuation analysis at outlet 
The time and frequency domain distributions of the pressure fluctuation in the outlet diffuser 
are shown in Fig. 17. As can be seen from Fig. 17, the time domain of the pressure fluctuation at 
the 4 monitoring points basically coincide with each other. The variation in pressure and amplitude 
of the frequency domain diagram are consistent.  
 
a) Time domain diagram 
 
b) Frequency domain diagram 
Fig. 17. Time domain and frequency domain diagrams of the pressure fluctuation at the outlet 
It can be seen from Fig. 17(a) that the pressure fluctuation at the outlet monitoring point has 
roughly 5 wave peaks and troughs. In Fig. 17(b), the main frequency at the 4 monitoring points is 
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120 Hz (1 times the blade frequency), and the secondary frequency is 725 Hz (30 times the axis 
frequency, which is the common multiple of vanes and impeller blades), so the pressure 
fluctuation at the outlet of the annular volute is mainly affected by the rotation of the impeller and 
rotor/stator interaction between the impeller and the guide vanes. 
5. Conclusion 
In order to study the pressure pulsation characteristics of the centrifugal pump with guide vanes, 
an unsteady numerical calculation based on the standard ݇-ߝ turbulence model is carried out on a 
݊௦ = 190 centrifugal pump. The main conclusions are as follows: 
1) The effect of the suction partition on the pressure pulsation is not obvious, while the impact 
of the impeller prevails. 
2) The pressure pulsation signals are generated at the impeller outlet and are gradually 
weakened as it passes to the impeller inlet. The impulse peak and fluctuation intensity of the 
suction surface of the impeller are less than the pressure surface. 
3) The pressure pulsations of the same position in the different flow channels of the guide 
vanes are the same. They enter the high pressure zone and the low pressure zone alternately, and 
the closer the monitoring points are to the inlet, the more violent the fluctuation. 
4) The pressure pulsation of the monitoring points near the outlet of the spiral volute is more 
intense, and the pressure pulsation at the upstream points is quite complicated. 
5) The pressure pulsations are the same in monitor points which are symmetrical according to 
the spiral volute center line. 
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